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ORDINANCE NO. 2009-15
AS AMENDED
CITY OF BELLA VISTA, ARKANSAS

ADOPTING THE ARKANSAS FUEL GAS CODE, 2006 EDITION BY REFERENCE, PROVIDING REQUIREMENTS FOR PERMITTING, AND FOR OTHER PURPOSES
___________________________________________________________________

BE IT ORDAINED BY THE CITY COUNCIL OF THE CITY OF BELLA VISTA, ARKANSAS:


Section 1:  Adoption by reference.


There is hereby adopted by the City Council of the City of Bella Vista, Arkansas, by reference thereto, the provision set forth in the Arkansas Fuel Gas Code, 2006 edition, and as may from time to time hereafter be amended.


Section 2:  Additional requirements/Permitting.

(a) Exemptions.  The following shall be exempt from these provision:

(1) Gas Company.  Nothing herein shall be construed as applying to any gas company, its agents, servants, and employees conducting its business under any franchise granted by the city in the installation, repair, maintenance, removal or replacement of gas piping machinery or equipment owned or operated by the gas company in the city.

(2) Gas meter.  Nothing herein shall be so construed as to require a permit and inspection from the city before a gas meter can be set unless some change has been made in gas installation since service was disconnected.

(b) Permit required; qualifications.

(1) Application.  A gas permit shall be applied for and obtained from the city prior to beginning gas installations in the corporate limits of the city.

(2) Issuance.  The city is authorized to issue gas permits to the following:

(i) State licensed supervising gas fitter.

(ii) State licensed master plumbers.

(c) Miscellaneous provision.  All underground plastic piping shall have a copper tracer wire with moisture resistant thermoplastic insulation installed in the same trench with the underground plastic piping.  Said tracer wire shall be continuous and secured to the piping above ground.

(d) Inspection and tests.  

(1) Inspections of gas installations shall be made before covering, and with required tests as follows:

(i) Underground;

(ii) Rough-in; and/or

(iii) Final.

(2) Tests as required by code shall required by code shall remain open on any addition, alteration, repair, and new piping installations until the installation has been approved by the city.

Section 3:  Conflicts.


Should any specific provision contained within this Ordinance conflict with any provision contained in the Arkansas Fuel Gas Code hereby adopted by reference, the specific provisions contained herein shall be controlling.


Section 4:  Repealer.


Any ordinances or part of ordinances which may be in conflict with the provisions herein are hereby specifically repealed.

Section 5:  Savings clause.

If any provision of this Ordinance, or the code adopted herein by reference be ruled unenforceable or unconstitutional, said ruling shall have no effect on the enforceability of other non-affected sections.


Section 6:  Effective date.


This Ordinance shall become effective November 1, 2009.


PASSED THIS 28th
DAY OF September, 2009.








APPROVED:








By:______________________








Mayor Frank E. Anderson

ATTEST:

___________________________

Jane A. Wilms, CAMC/MMC
City Clerk-Treasurer

Requested by:  Mayor

Prepared by:  Jason B. Kelley, City Attorney
Published:  October 7, 2009

